NOTICES:

1. This material contains information which is proprietary to and copyrighted by International Code Council, Inc. The acronym “ICC” and the ICC logo are trademarks and service marks of ICC. ALL RIGHTS RESERVED.

2. Section headers within this document marked "Revoked" do not revoke the current chapter associated with this revocation language. This language simply means the modifications made in a previous adoption have been "revoked" and the language reverts to the published content of the currently adopted code without amendment.

3. Through its rulemaking process, the OUBCC has adopted the first printing of the 2015 edition of the International Fuel Gas Code® (IFGC®, 2015), which has been promulgated as a permanent rule pursuant to Oklahoma law at OAC 748:20-11-1. Errata found and corrected by the ICC®, if any, in a printing of the code other than the specific printing listed previously in this notice, has not been reviewed or approved by any OUBCC technical committee, adopted by the OUBCC itself, or promulgated as a permanent rule by the OUBCC pursuant to Oklahoma law.

4. The rules of the Oklahoma Uniform Building Code found on this website are unofficial. The official rules are published in The Oklahoma Administrative Code and The Oklahoma Register, as required by 75 O.S. § 250 et seq. To order an official copy of these rules, contact the Office of Administrative Rules at: (405) 521-4911.
CHAPTER 20 - ADOPTED CODES

[Authority: 59 O.S. 59 § 1000.23]
[Source: Codified 7-15-11]

SUBCHAPTER 11. IFGC® 2015

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2295, eff 11-1-15]

(a) The Oklahoma Uniform Building Code Commission (the "OUBCC") hereby adopts the International Fuel Gas Code®, 2015 Edition (IFGC® 2015) as amended and modified in this subchapter as the statewide minimum code for commercial fuel gas construction in the State of Oklahoma pursuant to 59 O.S. 1000.23.
(b) The OUBCC through formal action expressly chose to adopt the IFGC® 2015 as amended and modified in this subchapter, as the statewide minimum code for commercial fuel gas construction in the State of Oklahoma. In like manner, the OUBCC through formal action expressly chose not to adopt the International Fuel Gas Code®, 2012 Edition (IFGC®, 2012) for any purpose.

748:20-11-2. Effect of Adoption
The IFGC® 2015 as amended and revised by these rules, is hereby established and adopted as the statewide minimum code for commercial fuel gas construction in Oklahoma pursuant to 59 O.S. § 1000.23, and may only be amended or altered by other jurisdictions pursuant to Oklahoma law and the administrative rules of the OUBCC as set forth in Title 748, Chapter 15 of the Oklahoma Administrative Code.

748:20-11-3. IFGC® 2015 Appendices
(a) None of the appendices of the IFGC® 2015, have been adopted by the OUBCC for inclusion in the statewide minimum code for commercial fuel gas construction in the State of Oklahoma.
(b) Appendices A through D are not adopted as the statewide minimum code for commercial fuel gas construction within the State of Oklahoma. However, other jurisdictions within the State of Oklahoma may adopt any or all of said appendices in accordance with 59 O.S. § 1000.29.

748:20-11-4. IFGC® 2015 Provisions Adopted and Modified
(a) All chapters and provisions within chapters, including exceptions, of the IFGC® 2015 not specifically addressed within these rules as being modified, deleted, moved or removed are hereby adopted without modification as the statewide minimum code for commercial fuel gas construction within the State of Oklahoma pursuant to 59 O.S. § 1000.23. Chapters and provisions within chapters, including exceptions adopted with modifications are specifically addressed in these rules.
(b) To the extent any references in the IFGC® 2015 as amended and modified in this subchapter are made to any other code or standard, the particular edition for that reference is defined in the referenced standards found in the IFGC®, 2015 as amended and modified in this subchapter and in Chapter 8 entitled "Referenced Standards."

748:20-11-5. Participation in Federal Programs and/or Federally Funded or Financed Projects
In order to maximize federal financial aid, assistance, participation, financing and/or funding in any public project(s) and/or federal financial aid, participation, funding for and participation in any federal program(s) by the State of Oklahoma, its agencies, public trusts and instrumentalities, or by any Oklahoma municipalities and other political subdivisions, that receive financial aid, assistance, participation, financing and/or funding for and participate in any federal program(s), the State of Oklahoma, its agencies and instrumentalities, and any Oklahoma municipalities and other political subdivisions, may cooperate with the United States Government and any agency or instrumentality thereof, in the manner authorized and provided by federal law and regulation and in doing so may perform all necessary functions and take all necessary actions for accomplishing such federal purposes and programs, including but not limited to, following and/or complying with federal laws, regulations and/or requirements arising from or related to federal financial aid, assistance,
participation, financing and/or funding, in the construction, alteration, movement, enlargement, replacement, repair, equipment, use and occupancy, location, improvement, expansion, operation, maintenance, removal, and demolition of buildings and structures or any appurtenances attached to such buildings or structures, notwithstanding any provisions of any and all uniform building codes and standards adopted by the OUBCC to the contrary.

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2296, eff 11-1-15]

748:20-11-6. IFGC® 2015 Chapter 1 Scope and Administration

Chapter 1 of the Oklahoma adopted IFGC® 2015, includes the following Preamble at the very beginning of the chapter:

(1) Pursuant to 59 O.S. § 1000.23, the OUBCC has adopted the IFGC® 2015 as amended and revised by the OUBCC, as the statewide minimum code to be used by all entities for commercial fuel gas construction in jurisdictions throughout the State of Oklahoma. However, the OUBCC's adoption of Chapter 1 "Scope and Administration" of the IFGC® 2015, is for continuity purposes and the OUBCC's adoption of Chapter 1 recognizes the methods of best practice in fully implementing the statewide minimum code for commercial fuel gas construction.

(2) All provisions of the adopted IFGC® 2015, including Chapter 1, as amended and revised by the OUBCC, are hereby established and adopted as the statewide minimum code for commercial fuel gas construction in Oklahoma pursuant to 59 O.S. § 1000.23, which may only be amended or altered pursuant to Oklahoma law and the administrative rules of the OUBCC as set forth in Title 748, Chapter 15 of the Oklahoma Administrative Code. However, the provisions of Chapter 1 adopted herein are only intended to be in force and effect to the extent that the respective provisions do not conflict with State law or the lawful exercise of code administration and enforcement jurisdiction by entities empowered to do so pursuant to applicable law.

(3) Section 106.1.1 Annual permit. This section has been modified to clarify what an annual permit is. This section shall read: An annual permit is a yearly permit which represents a group of individual permits for each alteration to an already existing electrical, gas, mechanical or plumbing installation. The building official is authorized to issue an annual permit upon application therefor to any person, firm or corporation regularly employing one or more qualified tradespersons in the building, structure or on the premises owned or operated by the applicant for the permit.

(4) Section 106.1.2 Annual permit records. This section has been modified to require the building official to collect the OUBCC permit fee for each individual permit that is part of the annual permit at the completion of the annual permit term. This section has been modified to read: Annual permit records. The person to whom an annual permit is issued shall keep a detailed record of alterations made under such annual permit. The building official shall have access to such detailed records of alterations at all times. At the completion of the entity's annual permit term, the applicant shall file such detailed records of alterations with the building official. Pursuant to the authority of 59 O.S. § 1000.25, the building official shall collect fees for each individual permit which is part of the annual permit once the detailed records are submitted and remit such fees to the OUBCC.

(5) The OUBCC's adoption of Chapter 1 in this manner is made with the recognition that the legal authority granting state and local code administration and enforcement jurisdictions the power and discretion to administer and enforce codes arises from Oklahoma laws governing those jurisdictions. Furthermore, the OUBCC also recognizes that many state and local code administration and enforcement jurisdictions have already created, or have the lawful authority to create, departments, offices and administrative policies pursuant to various applicable laws and other adopted model codes with "Scope and Administration" provisions similar to Chapter 1 of the adopted IFGC® 2015.

(6) This limited adoption of Chapter 1 is made in recognition of the authority and discretion possessed by jurisdictions to administer and enforce building codes. Exercising such authority and jurisdiction in a manner inconsistent with Chapter 1 must be supported by Oklahoma law. Code administration and enforcement jurisdictions shall not use the OUBCC's limited adoption of Chapter 1 to circumvent the remainder of the requirements established by the Oklahoma adopted IFGC® 2015 and the OUBCC will strongly oppose any such practice.

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2296, eff 11-1-15]
Chapter 3 of the IFGC® 2015 is adopted with the following modifications:

(1) Section 306.6 Guards. This section has been modified to clarify the circumstances under which guards shall be provided and to modify the exception to require the authority having jurisdiction approve the use of a fall-restraint system instead of guards. This section has been modified to read: 306.6 Guards. Guards shall be provided where various components that require service are located on a roof or elevated structure and have a condition as set forth in Sections 306.6.1 through 306.6.3. The top of the guard shall be located not less than 42 inches (1067 mm) above the elevated surface adjacent to the guard. The guard shall be constructed so as to prevent the passage of a 21-inch diameter (533 mm) sphere and shall comply with the loading requirements for guards specified in the International Building Code®. Guards shall be provide at new components when added or replaced on existing roof or elevated structure and have a condition as set forth in Sections 306.6.1 through 306.6.3. Exception: When approved by the authority having jurisdiction, guards are not required where permanent fall arrest-restraint anchorage connector devices that comply with ANSI/ASSE Z 359.1 are affixed for use during the entire roof covering lifetime. The devices shall be reevaluated for possible replacement when the entire roof covering is replaced. The devices shall be placed not more than 10 feet (3048 mm) on center along hip and ridge lines and placed not less than 10 feet (3048 mm) from roof edges and the open sides of walking surfaces.

(2) Section 306.6.1 Roof edge. This section has been added to clarify the circumstances required to exist for the installation of guards at the roof edge when the components needing service are within a specific distance of the roof edge. This section has been added to read: 306.6.1 Roof edge. Guards complying with 306.1 shall be provided when components are located within 10 feet (3048 mm) of a roof edge or open side of a walking surface or elevated structure and such edge or open side is located more than 30 inches (762 mm) above the floor, roof, or grade below. The guard shall extend not less than 30 inches (762 mm) beyond each end of the component that requires service.

(3) Section 306.6.2 Skylights. This section has been added to clarify the circumstances for the installation of guards around components near skylights and to provide exceptions to the requirement. This section has been added to read: 306.6.2 Skylights. Guards complying with Section 306.6 shall be provided when a skylight is within 10 feet (3048 mm) of the component that requires service. The guard shall extend 30 inches (762 mm) beyond the edge of the skylight. Exceptions:

(A) Guards are not required when the skylight is located at least 42 inches (1067 mm) above the highest point of the walking surface adjacent to the skylight or component.

(B) Guards are not required if some other provision for skylight fall-thru protection is provided and approved by the authority having jurisdiction.

(4) Section 306.6.3 Roof hatch. This section has been added to clarify the circumstances for the installation of guards around components installed within a specific distance from the roof hatch. This section has been added to read: 306.6.3 Roof hatch. Guards complying with Section 306.6 shall be provided when a roof hatch is within 10 feet (3048 mm) of the component that requires service. The guard shall extend 30 inches (762 mm) beyond the edge of the roof hatch. If the component is within 10 feet (3048 mm) of the ladder access side of the roof hatch, the guard shall incorporate a self-closing, self-latching gate. The gate shall have a top edge of not less than 42 inches (1067 mm) above the elevated surface adjacent to the gate and shall not allow the passage of a 21 inch (533 mm) sphere. If a roof hatch exists within 10 feet of a roof edge that is located more than 30 inches (762 mm) above the floor, roof or grade below and a new component that requires services on that existing roof or elevated structure, than a guard complying with Section 306.6 shall be added between the existing roof hatch and the roof edge.

(5) Section 307.2.1 Condensate drains. This section has been added to the code to require condensate drains to be protected from freezing. This section shall read: 307.2.1 Condensate drains. Where condensing appliances are in locations subject to freezing conditions, the condensate drain line shall be protected from freezing in an approved manner and in accordance with manufacturer's installation instructions.

(6) Section 310.1.1 CSST. This section has been modified to add an exception to allow for installation when using new special CSST. This section shall read: 310.1.1 CSST. Corrugated stainless steel (CSST) gas piping systems and piping systems containing one or more segments of CSST shall be bonded to the
electrical service grounding electrode system or, where provided, the lightning protection grounding electrode system. Exception: Corrugated stainless steel gas piping or tubing products or systems that have been designed, manufactured and listed for installation without bonding to the grounding electrode system, shall be permitted to be installed in accordance with the manufacturer’s installation instructions.

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2297, eff 11-1-15]

**748:20-11-8. IFGC® 2015 Chapter 4 Gas Piping Installations**

Chapter 4 of the IFGC® 2015 is adopted with the following modification: Section 404.12 Minimum burial depth. This section has been modified to change the minimum burial depth from 12 inches (305 mm) to 18 inches (457 mm) and to allow for an exception when there is no ability to meet that minimum depth. This section has been modified to read: 404.12 Minimum depth burial. Underground piping systems shall be installed a minimum depth of 18 inches (457 mm) below grade, except as provided for in Section 404.10.1. Exception: Where a minimum depth of cover cannot be provided, the pipe shall be installed in conduit or bridged (shielded).

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2298, eff 11-1-15]

**748:20-11-9. IFGC® Chapter 6 Specific Appliances [REVOKED]**

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2300, eff 11-1-15]

**748:20-11-10. IFGC® 2015 Chapter 8 Referenced Standards**

Chapter 8 of the IFGC® 2015 is adopted with the following modifications:

1. The reference to the International Building Code® has been modified to include after the title the words "as adopted and modified by the State of Oklahoma through the OUBCC." This section has been modified to read: IBC®-15 International Building Code® as adopted and modified by the State of Oklahoma through the OUBCC.
2. The reference to the International Energy Conservation Code® has been modified to change the edition year to 2006. This section has been modified to read: IECC®-06 International Energy Conservation Code®
3. The reference to the International Fire Code® has been modified to include after the title the words "as adopted and modified by the State of Oklahoma through the OUBCC." This section has been modified to read: IFC®-15 International Fire Code® as adopted and modified by the State of Oklahoma through the OUBCC.
4. The reference to the International Mechanical Code® has been modified to include after the title the words "as adopted and modified by the State of Oklahoma through the OUBCC." This section has been modified to read: IMC®-15 International Mechanical Code® as adopted and modified by the State of Oklahoma through the OUBCC.
5. The reference to the International Plumbing Code® has been modified to include after the title the words "as adopted and modified by the State of Oklahoma through the OUBCC." This section has been modified to read: IPC®-15 International Plumbing Code® as adopted and modified by the State of Oklahoma through the OUBCC.
6. The reference to the International Residential Code® has been modified to include after the title the words "as adopted and modified by the State of Oklahoma through the OUBCC." This section has been modified to read: IRC®-09 International Residential Code® as adopted and modified by the State of Oklahoma through the OUBCC.
7. The referenced standard for NFPA 70® National Electrical Code® has been modified to add after the title the words "as adopted and modified by the State of Oklahoma through the OUBCC." This section shall now read: 70-14 National Electrical Code® as adopted and modified by the State of Oklahoma through the OUBCC.

[Source: Added at 29 Ok Reg 1659, eff 11-1-12, Amended at 32 Ok Reg 2300, eff 11-1-15]